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A Fire Safety Evaluation System (FSES) and a
Post Survey Revisit (PSR) to the PSR conducted
on 05/31/13 to the Life Safety Code
Recertification and State Licensure Survey
conducted on 04/03/13 was conducted by the
Indiana State Department of Health in
accordance with 42 CFR 483.70(a).

Survey Date: 07/08/13

Facility Number: 011151
Provider Number: 155794
AIM Number: NA

Surveyor: Mark Caraher, Life Safety Code
Specialist

At this FSES survey, Stratford Retirement LLC
was found in compliance with National Fire
Protection Association (NFPA) 101A, Chapter 4,
Fire Safety Evaluation System for Health Care
Occupancies in regard to the PSR to the Life
Safety Recertification and State Licensure
Survey. Achieving a passing score on the FSES
for Health Care Occupancies found in Chapter 4
of NFPA 101A, Alternative Approaches to Life
Safety, 2001 edition, shows the facility provides a
level of Life Safety at least equivalent to that
prescribed by NFPA 101, Life Safety Code (LSC).

This facility located on the second story of a three
story building was determined to be of Type Il
(111) construction and fully sprinklered. The
facility has a fire alarm system with smoke
detection in the corridors and in all areas open to
the corridor. The facility has smoke detectors
hard wired to the fire alarm system in all resident
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sleeping rooms. The facility has a capacity of 18
and had a census of 4 at the time of this visit.

Quality Review by Robert Booher, Life Safety
Code Specialist-Medical Surveyor on 07/10/13.

All areas where the residents have customary
access were sprinklered and all areas providing
facility services were sprinklered.

NFPA 101 LIFE SAFETY CODE STANDARD

Width of aisles or corridors (clear and
unobstructed) serving as exit access in hospitals
and nursing homes is at least 8 feet. In limited
care facilities and psychiatric hospitals, width of
aisles or corridors is at least 6 feet.  18.2.3.3,
18.2.3.4

This STANDARD is not met as evidenced by:
Based on observation and interview, the facility
failed to ensure 1 of 2 exit access corridors had a
clear and unobstructed exit width of at least 8 feet
(96 inches). This deficient practice could affect

all residents, staff and visitors.

Findings include:

Based on observation with the Facility Services
Director during a tour of the facility from 10:00
a.m. to 10:45 a.m. on 07/08/13, the second floor
Assisted Living exit access corridor measured
five feet, four inches (64 inches) in clear width.
The second floor Assisted Living exit access
corridor provides one of two paths of egress from
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the second floor health care area since the
elevator should not be used during a fire
emergency. Based on interview at the time of
observation, the Facility Services Director
acknowledged the second floor Assisted Living
exit access corridor did not have a clear an
unobstructed width of at least 8 feet (96 inches).
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